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Window B

Floor: First Floor

Zone : Living Area

Material : Timber

Condition : Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting

Window A

Floor: Second Floor

Zone : Living Area

Material : Timber

Condition : Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting

Window C

Floor: Second Floor

Zone : Living Area

Material : Timber

Condition : Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting

Window D

Floor: First Floor

Zone : Living Area

Material : Timber

Condition : Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting

Window E

Floor: Ground Floor

Zone : Bedroom

Material : Timber

Condition : Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting

Window 1

Floor: First - Second Floor

Zone : Stairwell

Material : Timber

Condition : Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting

Window 2

Floor: Lower Ground Floor

Zone : Kitchen

Material : PVC

Condition : Good

Sill

Material: Painted Concrete

Condition: Satisfactory

Window 4

Floor: Second Floor

Zone : Bedroom

Material : Timber

Condition :Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting

Window 5

Floor: Ground Floor

Zone : Kitchen

Material : Timber

Condition : Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting

Window 6

Floor: Lower Ground Floor

Zone : Kitchen

Material : Timber

Condition : Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting

Window 4

Floor: Second Floor

Zone : Bedroom

Material : Timber

Condition : Poor

Glazing : Require new Puttey

Frame: Rotten

Pulley System: Broken

Sill

Material: Painted Concrete

Condition: Needs Painting
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