Outline of existing fire
escape to be removed,
shown dotted

New replacement
galvanised steel with
Polyester Powder Coat

finish escape staircase to
specialist design.

EAST ELEVATION

Existing fire exit door to

remain insitu

New replacement galvanised
steel with PPC finish escape
staircase to specialist design.
1125mm wide overall strings,
19x173mm risers and
17x250mm going. Non slip
treads with edge visually
delineated

Outline of existing fire
escape to be removed,
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shown dotted
New steel support columns

3284

on mass concrete pads

Existing cycle racks
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New replacement
galvanised steel with
Polyester Powder Coat
finish escape staircase to
specialist design. Gaps
between balusters to be
less than 100mm

Outline of existing fire
escape to be removed,
shown dotted

New steel support
columns to landings on
mass concrete pads

WEST ELEVATION

1800mm clearance line
above and horizontal to
pitch line joining nosings

Upgrade windows on fire
exit route to comply with
fire resistance required by
Building Regulations,
minimum RE30
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