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v NO ILLUMINATION FROM
LIGHTING COLUMNS
BEHIND NEW BUILDING

DRAWING NOTES:

CDM REGULATIONS 2015

SIGNIFICANT OR NON-OBVIOUS RISKS AND RISKS WHICH ARE DIFFICULT TO MANAGE

ARE IDENTIFIED ON THIS DRAWING USING THE FOLLOWING SYMBOL IDENTIFIED TO
THE RIGHT WITH BRIEF ACCOMPANYING TEXT. FOR FURTHER DETAILS OF THE RISKS

IDENTIFIED BY DESIGNERS, REFERENCE SHOULD BE MADE TO CDM HAZARD
REGISTER.
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(NOT SHOWN) SHALL BE RETAINED AND RE-USED. § 10K

MOUNTING HEIGHTS AND LUMINAIRE % 251y

NEW 6m COLUMNS WITH EXTERNAL BACKLIGHT SHIELD, SPECIFICATIONS ARE NOT KNOWN SO THEY CANNOT é — 50Ix
BE INCLUDED IN THESE CALCULATION RESULTS. & NEW 6m COLUMN WITH EXTERNAL BACKLIGHT SHIELD

N EACH WITH TYPE 1 FLOODLIGHT, LOCATED AT THE REAR
OF THE PAVING. BUILDING MOUNTED LUMINAIRES AT
5m WOULD DECREASE LIGHTING UNIFORMITY ON THE
TRAINING AREA FROM 0.43 (COMPLIANT) TO

0.31 (NON-COMPLIANT).
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