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Annex C: Risk Assessment for Odour 

Odour control must be designed to prevent odour nuisance in any given situation. The following score methodology 
is suggested as a means of determining odour control requirements using a simple risk assessment approach. The odour 
control requirements considered here are consistent with the performance requirements listed in this report. 

 
 
 
 
 
 

 
• based on the sum of contributions from dispersion, proximity of receptors, size of kitchen and cooking type: 

 

Criteria Score Score Details 

Dispersion Moderate  10 Extracts discharge 1m above eaves  

    

    

    

Proximity of receptors Medium 5 The closest sensitive receptors are between 20 and 100m 

from extract discharge 

    

    

Size of kitchen Small 1 Less than 30 covers and small scale training facility /this is 
not a commercial kitchen   

    

    

Cooking type (odour 

and grease loading) 

Low 1 Training kitchen with cooking type akin to a public house and 
on a small scale  

    

  Total   17 Based on the above scores, the proposal results in a total 
score of 17 indicating the proposal results in a low to 
medium impact risk in terms of odour control.  

 

    

 

 
 


