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1.0 EXECUTIVE SUMMARY  
 

This energy and sustainability statement has been prepared on behalf of Fairfax (Reading) 

Limited in support of the planning application for the construction of 70 homes on land within 

South Oxfordshire, formally part of Reading Golf Club. 

 

It has been designed to achieve the highest of environmental performance standards following 

the Energy Hierarchy to align with the sustainability requirements of the South Oxfordshire 

Local Plan (Adopted December 2020) 

 

PinnacleESP Ltd been instructed to achieve a low carbon development and have been working 

with the team throughout the development of the scheme  in order to develop a strategy and 

advise how the proposed development will meet its low carbon ambitions. 

 

A ‘Lean, Clean, Green’ approach has been adopted in order to confirm how the proposed 

development would seek an overall improvement (BER/TER) in regulated emissions 

approaching 70% + above Part L 2021 standard, through the adoption of high standards of 

insulation, heat pump driven heating and hot water systems and the installation of roof mounted 

PV arrays as well as significant smart grid infrastructure to reduce peak loads and provide active 

demand response. 

 

Construction techniques are to be adopted to deliver a low embodied carbon development, 

making use of significant low carbon construction materials. 
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2.0 THE SITE & PROPOSAL  

 

The land that is the subject of this sustainability report is a parcel of land west of Kidmore End 

Road, to the north side of Emmer Green in Oxfordshire. 

 

This report set out the strategic sustainability strategy in support an outline application for 70 

homes. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2.1 Planning Context 

 

The project sits within the borough boundaries of South Oxfordshire District Council. The key 

planning guidance associated with this application are:- 

 

• South Oxfordshire Local Plan (2011 to 2035) - Adopted December 2020. 

 

Site Master Plan 
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2.1.1  South Oxfordshire Local Plan 

 

Specific policies considered within this report include:-  

 

Policy DES7: Efficient Use of Resources 

 

1. New development is required to make provision for the effective use and protection of natural 

resources where applicable, including: 

 

I. the efficient use of land, with densities in accordance with Policy STRAT5 Residential Densities. 

Proposals which seek to deliver higher quality and higher density development which minimises 

land take will be encouraged; 

II. minimising waste and making adequate provision for the recycling, composting and recovery of 

waste on site using recycled and energy efficient materials; 

III. maximising passive solar heating, lighting, natural ventilation, energy and water efficiency and 

the re-use of materials; iv) making efficient use of water, for example through rainwater 

harvesting and grey water recycling, and causing no deterioration in, and where possible, 

achieving improvements in water quality (including groundwater quality); 

IV. taking account of, and if located within an AQMA, is consistent with, the Council’s Air 

V. Quality Action Plan; 

VI. ensuring that the land is of a suitable quality for development and that remediation of 

contaminated land is undertaken where necessary; 

VII. avoiding the development of the best and most versatile agricultural land, unless it is 

demonstrated to be the most sustainable choice from reasonable alternatives, by first using 

areas of poorer quality land in preference to that of a higher quality; and 

VIII. re-using vacant buildings and redeveloping previously developed land, provided the land is not 

of a high environmental value. 

 

Policy DES8: Promoting Sustainable Design 

 

1. All new development, including building conversions, refurbishments and extensions, should 

seek to minimise the carbon and energy impacts of their design and construction. Proposals 

must demonstrate that they are seeking to limit greenhouse emissions through location, building 

orientation, design, landscape and planting taking into account any nationally adopted 

standards and in accordance with Policies DES10: Carbon Reduction and DES7: Efficient Use 

of Resources. 
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2. All new development should be designed to improve resilience to the anticipated effects of 

climate change. Proposals should incorporate measures that address issues of adaptation to 

climate change taking account of best practice. These include resilience to increasing 

temperatures and wind speeds, heavy rainfall and snowfall events and the need for water 

conservation and storage. 

 

Policy DES10: Carbon Reduction 

 

1. Planning permission will only be granted where development proposals for: 

 

i. new build residential dwelling houses; or 

ii. developments including 1,000sqm or more of C2 use (including student accommodation); or 

iii. Houses in Multiple Occupation (C4 use or Sui Generis floorspace) achieve at least a 40% 

reduction in carbon emissions compared with a code 2013 Building Regulations compliant base 

case. This reduction is to be secured through renewable energy and other low carbon 

technologies and/ or energy efficiency measures. The requirement will increase from 31 March 

2026 to at least a 50% reduction in carbon emissions and again from 31 March 2030 to a 100% 

reduction in carbon emissions (zero carbon). These targets will be reviewed in the light of any 

future legislation and national guidance. 

 

3. An Energy Statement will be submitted to demonstrate compliance with this policy for all new 

build residential developments (other than householder applications) and new- build non-

residential schemes over 1,000sqm. The Energy Statement will include details as to how the 

policy will be complied with and monitored. 

 

Other Local Plan policies acting as informatives to this report include 

 

• ENV1 Landscape and Countryside 

• ENV2 Biodiversity – Designated Sites, Priority Habitats and Species 

• ENV3 Biodiversity 

• ENV5 Green Infrastructure in New Developments 

 

2.2  Strategic Approach 

 

This report recognises the need to make early stage consideration of key design matters 

– fabric energy efficiency, renewable technologies, centralised energy systems, embodied 

carbon, internal potable water use, smart infrastructure and flood risk/drainage; thus bringing 

the application up to the current approach toward a truly sustainable development. 



 PinnacleESP Ltd 
 

P45006 Land at Kidmore End Road, Emmer Green, Oxfordshire  
Mar 2025 Air Quality Assessment                                             Page 6 of 31 
Rev 0                               
  

 

 

One of the first bodies to instigate a change were the Low Energy Transformation Initiative 

(LETI) and their climate emergency design guide, which has now been followed up by the 

RIBA2030 challenge The RIBA2030 is based upon the LETI Guide established in late 2019/early 

2020 to influence design/planning for new building; focusing more on the issue of whole life 

carbon and reduced operation energy consumption & emissions, all very much aligning with the 

sustainability requirements of South Oxfordshire District Council. 

 

3.0 ENERGY STRATEGY & BASELINE ENERGY CONSUMPTION 

 

3.1 Assessment Methodology 

 

In order to assess the overall development strategy in terms of energy efficiency and carbon 

emission reduction, this report will adopt the methodology set out in the “energy hierarchy” 

This methodology ensures that development proposals make the fullest contribution to 

minimising carbon dioxide emission by following energy hierarchy as a commonly adopted 

approach in many local authorities: 

 

1) Be lean: use less energy through passive design measures including the maximisation 

of solar heating and reducing heat loss 

 

2) Be clean: supply energy efficiently; considering the potential for CHP or district heating  

 

3) Be green: use renewable and low carbon energies. 

 

Accordingly, this energy and sustainability statement has been prepared to meet the 

requirements of Basingstoke policies in line with the energy hierarchy, all in line with the recently 

released Part L 2021. 

 

The first stage of the energy hierarchy is to establish the baseline energy model. 

The following section details the baseline energy requirements for the development – 

the starting point when considering the energy hierarchy. 

 

3.2 New Build Dwellings 

 

The baseline emission levels – the Target Emission Rate (TER) - is obtained by applying the 

design to a reference ‘notional’ building the characteristics of which are set by regulations – 

SAP10.2; The new Part L Building Regulations 2022 will introduce a completely new notional 

dwelling as detailed below:- 
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SAP first creates the notional reference building, based upon the same shape and form as the 

proposed dwelling and applies the above the characteristics as defined in SAP10.2. 
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Once all of the baseline emission rates from SAP have been calculated in line with the above 

Government approved methodologies, they are considered as stage ‘zero’ of the energy 

hierarchy as described earlier and Target Emission Rate sets the benchmark for the worst 

performing, but legally permissible, development. 

 

4.0 DESIGN FOR ENERGY EFFICIENCY 

 

The first step in the energy hierarchy requires that buildings be designed to use improved energy 

efficiency measures – Be Lean. This will reduce demand for heating, cooling, and lighting, and 

therefore reduce operational costs while also minimizing associated carbon dioxide emissions. 

 

This section sets out the measures included within the design of the development, to reduce the 

demand for energy, both gas and electricity (not including energy from renewable sources). The 

table at the end of this section details the amount of energy used and CO2 produced by the 

subject building after the energy efficiency measures have been included. 

 

To achieve reductions in energy demand the following measures have been included within the 

design and specification of the building: 

 

4.1 Orientation & Passive Design 

 

The National Planning Policy Framework 2021 emphasises the need to take account of climate 

change over the longer term and plan new developments to avoid increased vulnerability to the 

range of impacts arising from climate change. The UK Climate Impacts Programme 2009 

projections suggest that by the 2080’s the UK is likely to experience summer temperatures that 

are up to 4.2°C higher than they are today. 

 

Accordingly, designers are to ensure buildings are designed and constructed to be comfortable 

in higher temperatures, without resorting to energy intensive air conditioning. 

 

The design team have considered the issues of solar heat gain in conjunction with protecting 

the dwelling from overheating with key points noted below:- 

 

4.1.1 Residential Accommodation 

 

Key design principles will be incorporated into the detailed design of the residential 

accommodation. The scale of development will dictate that not all of these principles would be 

able to be applied to all units, but the principled below optimised where feasible:- 
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• The project will be designed to best practice thermal insulation levels as noted, full 

details of which are noted under 3.3 below. Not only does good insulation assist in 

reducing heat losses in the winter, but it also has a significant impact on preventing heat 

travelling through the build fabric during the summer. 

• The project is based on a relatively open site with ample opportunity to enable the 

harvesting of useful solar gain. 

• The main living areas will be orientated to the southerly aspect where possible and have 

larger glazed areas to ensure good levels of natural daylight and sunlight. 

• Southern orientated glazing to receive shading via the use of Brise Soleil and 

topographical shading from planting 

• Bedroom and bathroom areas have reduced glazed areas to reduce heat losses from 

these secondary spaces. 

• As part of the same strategy, any northern facing windows are reduced in size to reduce 

the potential heat losses where appropriate. 

• To further reduce any overheating risk, solar control glazing that will be specified, whilst 

still enabling the above noted useful solar gains to reduce heating loads. 

• The construction will be of slab floors to offer high thermal mass to absorb heat during 

the day and purge it overnight during the summer, or release it back into the dwelling 

during winter. - further reducing energy needs 

• The new dwellings will have large opening areas of glazing to enhance purge 

ventilation. 

• Dwellings will be designed to provide the opportunity to cross ventilate. 

• The above strategy enabling a low energy natural ventilation strategy to be employed 

whilst still able to maintain an acceptable indoor environment. (see comments under 3.4 

Ventilation) 

 

4.2 Heating system 

 

For the “notional” energy efficient model, the primary heating system for the buildings as set out 

within Part L 2021 will consist of a high efficiency condensing gas boiler and highly insulted 

unvented DHW cylinder which will provide domestic heating and hot water; 

 

• A Rated Boilers – (90% + seasonal efficiency) 

• Flue gas heat recovery 
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To increase the efficiency in the use of the heating system, the following controls will be 

used in a ‘boiler interlock’ system to eliminate needless firing of the boiler. 

• Time and temperature zone control 

• Boiler controls fitted with weather/load compensator 

 

4.3 Fabric heat loss 

 

Fabric 

 

Insulation measures will be utilised to ensure the calculated u values exceed the Building 

Regulations minima, with specific guidance taken from the design team:- 

 

New residential wall constructions will be highly insulated to achieve a u value at 0.14/15W/m2k. 

 

The ground floor builds will use PIR insulation sufficient to achieve a u value at 0.12W/m2k. 

 

Any horizontal ceilings will have 400mm of mineral wool insulation and meets a u value at 

0.10W/m2k, whilst any pitched of flat roofs will achieve 0.12W/m2k, through the use of PIR 

insulation within warm roof constructions. 

 

Glazing 

 

New glazing for windows and doors within the residential development will be high specification 

triple glazing and have area weighted average U-Values of 1.0W/m2 K or better. 

 

Air Tightness 

 

The project will be tested for air tightness with a target value of 4m3/hr/m2 for the new residential 

units, in line with best practice for naturally ventilated dwellings. 

 

Construction Details 

 

Heat loss via non-repeating thermal bridging will be minimised by the use of Approved 

Construction Details for these new build units. An overall y value <0.05 is targeted to ensure 

compliance with the minimum standards for dwelling fabric energy efficiency under Part L of 

Building Regulations 2021. 
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4.4 Ventilation 

 

The design team are proposing air tight dwellings utilising natural ventilation. AD part F system 

1 - background/trickle ventilation, opening windows and wet room extraction for the residential 

units. 

 

4.5 Lighting 

 

A 100% of internal light fittings throughout the development will be dedicated low- energy LED 

fittings. 

 

External lights will have daylight controls to ensure not used during daylight hours. 

 

4.6 Equipment 

 

The reduction in the use of unregulated energy is critical in achieving demand reduction against 

the background of reducing regulated energy demand in high performance building fabric. 

 

Strategies will include:- 

 

All white goods, TVs and similar electrical equipment to be selected for their energy efficiency 

via the EU ratings, a copy of the EU rating will be supplied to each dwelling to facilitate informed 

buying decisions. 

 

Smart meters will be installed to each dwelling to enable occupants to manage their energy 

consumption and associated costs. 

 

Internal drying facilities will be provided in order to avoid the use tumble dryers. 

 

The home user guides will provided advice on additional ways to reduce energy demand and/or 

smooth the demand curve:- 

 

• Utilising off-peak tariff over night tariff for dishwashers and tumble dryers (when 

required). 

• Using delayed start electrical equipment that would operate during the peak PV output 

periods. 

• Tips on the use of part filled kettles, microwaves, air fryers et al, as opposed to high 

energy consuming items such as electric ovens and hobs. 
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4.7 Energy efficiency targets 

 

Overall, the above passive design and energy efficiency measures are designed to ensure that 

heating loads a reduced to a minimum, with targets at around, or less than 15kWh/m2/annum – 

aligning with LETI and RIBA2030 targets. 

 

5.0 SUPPLYING ENERGY EFFICIENTLY 

 

The second stage in the energy hierarchy is to ensure efficient and low carbon energy supply – 

Be Clean. In particular, this concerns provision of decentralised energy and/or the use of CHP 

where practical and appropriate. 

 

Given that the project involves the development currently green field land and the periphery of 

a small conurbation – clearly there is no access to existing heat networks, but the scale of the 

master plan proposals clearly give rise to the potential to develop such a heat network for the 

Kidmore End Road project. 

 

Clearly, this report must consider an onsite provision. 

 

5.1 On-site CHP/District Heating 

 

The heat production facility for a district heating scheme is generally considered to include heat 

only boilers (HOB) and/or the production of both electricity and heat i.e. CHP. 

 

CHP is, as a rule of thumb, only operated as a base load as, depending on the technology, it 

may be difficult and/or inefficient to operate according to daily variations in demand. In a well-

designed district heating network heat from CHP will provide between 60% and 80% of the 

annual baseline heat (heating and hot water) requirement with heat-only boiler plants providing 

the peak load and back-up. To maximise efficiency of the engine it needs to run for at least 17 

hours a day; therefore, the heat load needs to be present for this period. 

 

The key benefit from running a CHP engine is that it produces electricity, which can displace 

grid supplied electricity, which has significant carbon savings. It is for this reason that CHP is 

designed to run for as many hours of the year as possible. 

 

A high quality CHP installation requires demand for heat and power for the majority of hours in 

the year (5,000 hours per annum) and the heat to power ratio is low (e.g. 1:1), clearly, as a 

medium scale residential development, where the only demand for hot water for several months 
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of the year is generally limited morning and evening demand, an on- site CHP installation would 

be difficult to justify. 

 

We must also consider the net carbon benefits from such a system as the de- carbonisation of 

national grid dilutes the benefits obtained from the higher efficiency of larger-scale CHP led 

system. 

 

A key document on this issue is CIBSE Symposium on the topic; “An operational lifetime 

assessment of the carbon performance of gas fired CHP led district heating” was published in 

2016. 

 

This paper set out a calculation methodology to determine the greenhouse gas emissions 

associated with district heat networks which use gas fired CHP as a heat source. 

 

At the time, Part L calculations and CHP emissions savings are based on the grid based 

emission rate taken from the SAP 2012 3-year average - 519g/kWhCO2; SAP 2012 introduced 

a 15-year average at 381g/kWhCO2 to assist designers considering the longer term impacts. 

Such a difference will markedly affect the relative calculated performance of a gas CHP engine 

versus a gas boiler, particularly if any local heat network losses are removed from the equation 

through the use of localised boilers. 

 

The CIBSE paper further advises that “Using a typical good practice assumption of 40% thermal 

efficiency of the CHP, the threshold for net benefit is a grid carbon factor of around 338 

gCO2/kWh. Below that threshold, CHP is found to be worse than a gas boiler and grid 

electricity.” 

 

The current SAP10.2 figure for grid based emissions are at 136 gCO2/kWh 

 

So it can be surmised, that by the time an CHP led heat network at the Kidmore End Road has 

reached maturity in the latter part of this decade, the carbon benefits will already have been lost 

and accordingly, is not considered appropriate for the site. 

 

5.2 Grid Decarbonisation 

 

Given the issues set out above, the principle of using LTHW district heat networks, at circa 70oC 

flow and 30-40oC return, with the associated heat losses – which can readily run at 15% plus, 

even for energy networks on a large scale – would appear difficult to justify as opposed to 

localised, low carbon options that would decarbonise to “net zero” in line with the UK grid. 
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Additionally, the decarbonisation of the UK electricity grid (see further commentary below is 

having a detrimental impact on the carbon efficiency of heat networks, with the current grid 

based CO2 emissions rending the emission factors for networks some 3 times that of electrical 

only heat pump systems. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

So we consider an alternative solution in order to still enable delivery of low carbon energy 

utilising renewable energy solutions, which will further decarbonise with the UK grid, whilst also 

reducing energy demands. 

 

6.0 RENEWABLE ENERGY OPTIONS 

 

The final stage of the energy hierarchy requires development proposals to provide a reduction 

in expected carbon dioxide emissions through the use of on-site renewable energy generation, 

where feasible – Be Green. 

 

Renewable energy can be defined as energy taken from naturally occurring or renewable 

sources, such as sunlight, wind, waves/tides, geothermal etc. Harnessing these energy sources 

can involve a direct use of natural energy, such as solar water heating panels, or it can be a 

more indirect process, such as the use of Biofuels produced from plants, which have harnessed 

and embodied the suns energy through photosynthesis. 

 

DEN Emission Factors Over Time 
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It should be noted that the cost of electrical energy is rapidly rising to the extent that it is now 

some 5 times the cost of mains gas, emphasis will be placed upon “off-setting” grid based 

electricity in order to achieve the optimum use of renewable technologies. 

 

Cheltenham’s Climate Change SPD requires that:- 

 

“In new buildings, annual renewable energy generation should be at least equal to the energy 

use of building (EUI) . If this is not possible on-site, it should be demonstrated that the equivalent 

of 120kWh/m2(footprint) is generated across the development.” 

 

This section then sets out the feasibility of implementing different energy technologies in 

consideration of: - 

• Potential for Carbon savings 

• Capital costs 

• Running costs 

• Payback period as a result of energy saved/Government incentives 

• Maturity/availability of technology 

• Reliability of the technology and need for back up or alternative systems. 

 

6.1 Government incentives 

 

6.1.1 Smart Export Guarantee (SEG) 

 

Introduced in 2020, the SEG will enable solar photovoltaic (PV), wind, hydro and anaerobic 

digestion (AD) installations up to 5MW and micro-combined heat and power (micro-CHP) up to 

50kW will be able to receive an export tariff under the policy. 

 

The SEG is a market-led initiative, requiring electricity supply licensees to offer export tariffs to 

eligible generators. Suppliers are free to set their own SEG compliant tariff price (provided it is 

above zero pence at all times) and decide how their tariffs work. 

 

Installation owners are able to shop around and select the Licensee of their choice based upon 

an offer of the most appropriate tariff. 

 

Payment are made against metered exports only. 

 

Clearly there is potential for the project to take advance of metered exports as part of the smart 

grid strategy and the SEG would form part of the energy strategy for the Kidmore End Road 

development. 
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6.1.2 Renewable Heat Incentive 

 

The Renewable Heat Incentive (RHI) is now closed to all applications from March 2022. 

 

6.2 Wind turbines 

 

Wind turbines come in two main types’- horizontal axis and vertical axis. The more traditional 

horizontally axis systems rotate around the central pivot to face into the wind, whilst vertical axis 

systems work with wind from all directions. 

 

The potential application of wind energy technologies at a particular site is dependent upon a 

variety of factors. But mainly these are: - 

• Wind speed 

• Wind turbulence 

• Visual impact 

• Noise impact 

• Impact upon ecology 

 

The availability and consistency of wind in urban environments is largely dependent upon the 

proximity, scale and orientation of surrounding obstructions. The site is relatively open and the 

use of wind power could be a solution toward meeting the zero carbon requirement. 

 

However, it is now recognised that wind power is best harvested on a much larger scale and 

that smaller “domestic scale” installations are somewhat less efficient when compared to other 

options to achieve zero carbon. 

 

It is also highly probable that due to landscape sensitivities, wind turbines would not be 

appropriate and that any application for a wind turbine is this location would not be acceptable 

within local plan policy. 

 

6.3 Solar Energy 

 

6.3.1 Solar water heating 

 

Solar water heating panels come in two main types; flat plate collectors and evacuated tubes. 

Flat plate collectors feed water, or other types of fluid used specifically to carry heat, through a 

roof mounted collector and into a hot water storage tank. Evacuated tube collectors are slightly 

more advanced as they employ sealed vacuum tubes, which capture and harness the heat more 

effectively. 
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Solar energy can be delivered in 2 formats as noted above, each system requiring an 

appropriate area in which to install panels. 

 

The new dwellings at Godstone Quarry have areas of pitched roof appropriate for the installation 

of panels. 

 

However, for any roof space available in ratio to net floor areas, and the strategy to off- set the 

electrical use, solar PV would be a stronger candidate (see below) and offer a greater return in 

terms of carbon savings. 

 

Accordingly, this technology is dismissed as being inappropriate for the development. 

 

6.3.2 Photovoltaics (PV) 

 

Solar panel electricity systems, also known as solar photovoltaics (PV), capture the sun's energy 

using photovoltaic cells. These cells will be accumulated on a PV panel, usually about 1.6m x 

1.0m. These panels are then wall, roof or floor mounted and are connected directly to the 

electricity grid via the properties meter. In this way, the electrical generation can be fully exported 

and is not related to the consumption of the dwellings. 

 

PV panels offer a highly efficient manner to offset carbon emission from the proposed properties 

on the path to zero carbon as well as offering a significant return in terms of the saving on 

electrical consumption. Returns can be in excess of 7/8%. 

 

Given the “low rise” nature of the outline proposals, it is clearly feasible to install PV to the 

proposed dwellings and this would a reserved matters issue for the detailed design. 

 

6.4 Biomass heating 

 

Biomass is a term given to fuel derived directly from biological sources for example rapeseed 

oil, wood chip/pellets or gas from anaerobic digestion. It can only be considered as a renewable 

energy source if the carbon dioxide emitted from burning the fuel is later recaptured in 

reproducing the fuel source (i.e. trees that are grown to become wood fuel, capture carbon as 

they grow). 

 

Biomass heating systems require space to site a boiler and fuel hopper along with a supply of 

fuel. There also needs to be a local source of biomass fuel that can be delivered on a regular 

basis. 
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However, in more recent time, the use of primary product for biomass, the transport miles 

associated has called it to question just how truly sustainable the material is. It also releases 

high levels of NOx emissions and would therefore have to be considered carefully against the 

standard of local air quality within the new development in the Emmer Green area 

 

Biomass will not be considered further. 

 

6.5 Ground source heat pump 

 

All heat pump technologies utilise electricity as the primary fuel source – in this case displacing 

gas, as such, the overall reduction in emissions when using this technology can be less effective 

when opposed to a technology that is actually displacing electricity. 

 

Ground source heating or cooling requires a source of consistent ground temperature, which 

could be a vertical borehole or a spread of pipework loops and a ‘heat pump’. The system uses 

a loop of fluid to collect the more constant temperature in the ground and transport it to a heat 

pump. In a cooling system this principle works in reverse and the heat is distributed into the 

ground. 

 

The heat pump then generates increased temperatures by ‘condensing’ the heat taken from the 

ground, producing hot water temperatures in the region of 45oC. This water can then be used 

as pre-heated water for a conventional boiler or to provide space heating with an under floor 

heating system. 

 

The use of a ground source heating/cooling system will therefore require: 

• Vertical borehole or ground loop 

• Use of under floor heating 

• Space for heat pump unit 

 

Clearly, there is sufficient land area to install deep bore heat collectors to potentially provide the 

new developments heating requirements. 

 

Normally the boreholes would need to be 6 to 8 metres apart and a 100 metre deep borehole 

will only provide about 5kW of heat. The borehole should also be formed around 3m away from 

the perimeter of the building and most specialists don’t recommend using the structural 

boreholes. 

 

So clearly there are further engineering considerations for any such ground source solution, 

including an assessment of the local geology and the impact on collector efficiency, and it may 
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well be that the cost and technical issues associated may render more conventional solutions 

more appropriate. 

 

6.6 Air source heat pump 

 

Air source heating or cooling also employs the principle of a heat pump. This time either, 

upgrading the ambient external air temperature to provide higher temperatures for water and 

space heating, or taking warmth from within the building and dissipating it to the outdoor air. 

Assuming a seasonal system efficiency of 320% (Coefficient of Performance of 3.2) and that 

the air source heat pump will replace 100% of the space heating/hot water demand, then the 

system would reduce the overall CO2 emissions by approximately 75%. The table below 

demonstrates, on the assumption of a demand of 10,000Kw 

h/year for heating and hot water. 

 

 

 

 

 

 

 

A theoretical carbon saving of 77% 

 

With the above data in mind, clearly an ASHP would offer a solution for delivering heat directly 

to individual dwellings themselves. 

 

Accordingly, the design team are proposing the use of air source heating for the project, 

providing the required heating and DHW to the dwellings. 

 

This effectively removes fossil fuels from the development and all electrical solution is then able 

to track the ever reducing carbon footprint of the UK electricity grid – currently project to be net 

zero by 2035. 

 

Electrical only system also have the other significant advantage of not emitting any local 

pollution in the form of NOx or particulate matter. 

Type of Array Energy Consumption 

(kWh/yr.) 

Emission factor 

(kgCO2/h) 

Total CO2 emissions 

(kg/annum) 

90% efficient gas 

boiler 

11111 0.210 2333 

320% efficient ASHP 2813 0.136 383 

100% efficient 

immersion (back-up) 

1000 0.136 136 

Table 2 – Air Source Heat Pump Performance 
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6.7 Renewable Energy Input 

 

This report also considers the actual renewable energy delivered by heat pump systems; the 

official calculation as set down under RHI regulations is:- 

 

Eligible Heat Demand = Total Heat Demand x (1 – 1/SPF) 

 

So, should the system be designed to operate at 340% efficiency (SCOP at 3.4), 70% of heating 

energy provided to the buildings via this proposed heat pump system can be considered 

renewable energy. 

 

6.8 Final Emissions Calculation 

 

The results of the assessment of suitable technologies relative to the nature, locations and type 

of development suggest that the use of air source heat pumps to provide the heating, cooling 

and majority of the domestic hot water to the new development. 

 

In addition, roofs of the proposed building will be optimised, to deliver as mush southerly facing 

roof as possible to maximise PV installations, and thereby, maximise local electrical generation. 

 

The overall target for the finalised “Be Green” designs is to achieve an energy 

consumption for both regulated and unregulated energy (energy use intensity) at less 

than 45kWh/m2/annum for residential accommodation. 

 

7.0 SMART ENERGY GRID 

 

7.1 Battery storage 

 

Reducing operational impacts is not just about how much energy is used overall, but 

when it’s used. 

 

The Manor Road site development proposals will involve the significant use of battery storage; 

thus able to take advantage of the potential use “battery storage” energy tariffs, with lower cost 

overnight electricity stored and used during the day, combined with the emerging market of 

providers that will accept/trade the excess storage within battery systems to generate additional 

revenue, whilst allowing the user to continue to use stored energy. 

 

The use of overnight tariffs will also enhance the EV charging capacity – enables businesses 

and residents alike to charge vehicles on cheap overnight tariffs negotiated centrally. 
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The PV array and battery storage systems will be sized in such a manner to ensure that 100% 

of PV generation to be retained and used on site. Given the density of development proposed 

and the mix of uses, the potential for PV generation to be lost to the grid is considered limited, 

whilst the inevitable excess storage during the winter months is traded for additional revenue. 

 

This active demand management shifts energy demand away from peak periods when supply 

emissions are at their highest; it also allows for reduced infrastructure capacity, supporting site 

management to make best use of variable renewable generation. 

 

Clearly, the detailed design of such a system will require a greater understanding of the 

development mix and the peak, daytime and evening loads. 

 

7.2 Peak Load Reduction & Active Demand Response 

 

Peak loads are considered to be those that have the greatest impact of the local and district 

electricity grid. Traditionally, they are considered to be the morning peak “warm up” of residential 

properties – it is clear that the 06.00hrs – 09.00hrs period will be the critical peak load. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

The development features 100% new construction able to be insulated to the high standards 

which will have a clear linear impact on the time and energy consumed in the warm up process. 

 

This same fabric and passive design measures are also intended to reduce the overnight 

“cool down” in the first instance, again reducing the initial impact. 
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The above noted passive design and energy efficiency measures will contribute the peak load 

reduction, but more significantly, the HVAC strategy is key to the control of not only peak 

demand reduction but also demand response. 

 

8.0  SUSTAINABLE DESIGN & CONSTRUCTION 

 

Further sustainability requirements for the development are set out in within specialist reports 

dealing with the likes of transport, arboriculture, ecology, flood risk, sustainable drainage and 

air quality 

 

However, this report is able to confirm the sustainability credentials of the proposed 

development to align with Basingstoke’s Design & Sustainability SPD, and can be summarised 

as follows:- 

 

8.1 Sustainable Design and Construction 

 

Energy efficiency; vacant & underused land and buildings 

 

For matters of Passive Design, Solar gain control & daylighting, Ventilation, Thermal 

Performance, Services Strategy, Low or zero carbon technologies and overall Energy 

Performance, all these matters have been dealt within the Energy Statement; Sections 2 to 5 

above. 

 

The land could be considered as underused and the this report supports the applicants 

ambitions to bring the site forward for sustainable development. 

 

Materials & Embodied Carbon 

 

The design team are putting a strong focus on sustainability and durability when considering 

construction profiles and building materials for the development. High Green Guide ratings will 

be achieved wherever possible and materials will be assessed for suitability with regards to 

Whole Life Costs. 

 

Clearly, the fact that the project is to be 100% new build and against the background of a 

decarbonising grid and the reducing carbon  impact of building operation, the principal issue 

when considering the environmental impact of new construction materials is the embodied 

carbon – i.e. the carbon cost extraction of raw material, transport to factory, manufacturing, 

transport to site and erection on site. 
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Additional carbon costs are occurred through maintenance and repairs as well as end of life 

(deconstruction/demolition). 

 

Embodied carbon is measured in kgCO2(equivalent)/m2 

 

The fact that the project is 100% new build all but irradicates the ability to “re-use” materials on 

site, but the design team will explore the potential to import re-use materials from other site. 

 

The design team will also seek out construction techniques with a lower embodied carbon 

contents with extensive use of timber, light steel work and lightweight concrete floor slabs, and 

materials with a high recycled content such as plasterboard and rebar. 

 

It is recognised that concrete utilised to form basements, slabs and structural frames has a 

significant embodied CO2e content, the majority of which comes from the cement, which makes 

up about 10% of concrete by volume, but accounts for around 75-90% of its embodied impact. 

The team will aspire to utilise concrete with a significant recyclable content; concrete with a 

minim 30% GGBS content; higher if such product can be sourced at the time. 

 

Emissions of CO2 associated with calcium carbonate decomposition during concrete production 

are partly reversible through carbonation. 

 

The mix design of structural concrete purposefully limits carbonation of the surface layer, 

preventing corrosion of any embedded steel reinforcement, which might otherwise be affected 

during the building’s life. There is, however, a greater degree of carbonation during the end-of-

life stage, when concrete is crushed for reuse as an aggregate. The crushing process 

substantially increases the material’s surface area, allowing CO2 to be more readily absorbed. 

It is generally acknowledged that the concrete carbonisation process will remove up to 30% of 

the up-front embodied CO2e during the buildings lifespan, including end of life. 

 

Considering the in-use carbon costs, the general approach to the proposed structures is that of 

a robust buildings with a long lifespan, reducing the energy and materials use associated with 

repairs, replacement and maintenance. 

 

Building elements and components with different lifespans will form independent layers. This 

will ensure those layers with shorter lifespans can be replaced without damage to layers which 

have longer lifespans. 
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In addition to the above low carbon strategy, the development will source all materials form 

supplier that can demonstrate that materials are sourced responsibly in line with recognised 

Environmental Management Systems (FCS, BES6001 etc.) 

 

Insulating materials will be specified to maximise thermal performance whilst still paying 

attention to the environmental impact of the materials used. The use of recycled products will 

be pursued wherever feasible and the use of other low embodied energy products will be further 

investigated. 

 

Non-toxic materials will be used wherever possible, including the specification of products with 

low VOC content in line with European testing standards. 

 

A Site Waste Management Plan (SWMP) will be produced for the site, which will determine how 

to maximise the recovery of materials from the enabling works for subsequent high-grade/value 

applications. 

 

Air pollution 

 

Construction site impacts 

 

The construction site will be managed in such a way that the environmental impact is minimised. 

This includes following best practice policies for dust pollution by using dust sheets, covering 

skips and damping down where appropriate. 

 

An formal air quality assessment is to be undertaken to consider the impact of development on 

local sensitive receptors, as well as the quality of the environment for residents and builders 

users alike. 

 

Plant and machinery 

 

All plant and equipment installed in the building will be appropriately sized and selected for 

efficiency in order to reduce greenhouse gas emissions. All equipment will be frequently 

maintained to ensure it continues to run efficiently and cleanly. 

 

Air quality impacts of the buildings 

 

The proposals utilise zero emission electrical HVAC systems emitting zero local emissions. 

The dwellings are to be provided with electrical car charging points to encourage occupiers to 

adopt zero emission transport solutions. 
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Noise pollution 

 

Construction site impacts 

 

The construction site will be managed in such a way that the environmental impact is minimised. 

This includes following best practice policies to minimise noise pollution, including the use of 

quieter machinery where possible. Site working hours will be managed to mitigate the possibility 

that they will cause a nuisance to the surrounding properties. 

 

Noise impact of the buildings 

 

The development will comply with current Building Regulations Part E, providing a good level of 

sound insulation between the proposed development and surrounding buildings. 

 

External plant that could cause a noise nuisance - such as the heat pump systems - will be 

housed in a suitable acoustic enclosure. 

 

Contaminated land 

 

It is not thought that the site is contaminated. 

 

The proposed building uses will not involve the storage, processing or transfer of hazardous 

substances. 

 

Water quality, saving and drainage 

 

Flood risk and surface water drainage 

 

The applicant has checked the status of the proposed development site in regard to flood risk 

and surface water management. 

 

It has been confirmed that the site is in an area of VERY LOW risk from flooding from rivers and 

sea, as well as flooding from surface water:- 
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Flood Zone Map 

Surface Water Map 
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The project team have formally commissioned a FRA and SuDs report and strategy in order to 

ensure that the project has a neutral impact on surface water; i.e. run-off rates will be no greater 

than that prior to development. 

 

The solution will follow the SuDs management train, and the project will investigate infiltration 

and attenuation measures to provide the required level of site control. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

The FRA/SuDs strategy will be submitted with the formal application under separate cover. 

 

Water consumption 

 

Internal potable water use will be limited through the specification of low flow fittings and dual 

flush toilets. All white goods provided will have maximum water efficiency ratings. 

 

The following specifications will be considered in order to meet the water consumption target: 

• Basin Taps - 5 l/min 

• WCs – 5/3 litre flush 

• Kitchen taps – 6l/min 

• Baths – 160l capacity 

• Showers 8.5l/min 

SuDs Management Train 
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The overall target will be to limit internal water use to 105litres/person in line with best practice 

under the Building Regulations Part G. 

 

The project will also utilise rainwater harvesting techniques for the upkeep of soft landscaping, 

whilst greywater harvesting will be investigated for use in the flushing of WCs to offer further 

reductions in wholesome water use. 

 

Construction site impacts 

 

The construction site will be managed in such a way that the environmental impact is controlled 

and minimised. Best practice guidelines for preventing water pollution will be followed on site. 

Light pollution 

 

The development is in a semi-rural location, and therefore will be sensitive to increasing the 

effects of light pollution. 

 

The design team will follow the appropriate ILE design guidance with a view to achieving 

compliance for location and it will include daylight controls and an appropriate design to 

minimise the development’s impact. 

 

Waste and recycling 

 

Site waste management 

 

A construction site resource management plan will be developed and implemented to ensure 

that construction site waste is effectively reduced and recycled, including designing waste out 

from the initial stages. Material ordering control and modern construction methods will be 

employed to minimise the potential for waste on site. 

 

Waste will either be segregated on site into at least 5 different streams for recycling or collected, 

sorted and recycled by an external recycling contractor. Re-use of construction waste will also 

be encouraged. The site waste management plan will also ensure that hazardous waste is 

properly managed. 

 

At least 99% of waste from excavation works associated with groundworks and landscaping will 

be diverted from landfill and put to beneficial use, in particular example, topsoil will be given 

special attention due to its high value. 
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Overall Targets 

• Less than 5% non-hazardous construction waste to landfill 

• Whole site construction waste target at 6.5t/100m2/GFA 

• 99% beneficial use of excavation waste Operational waste management 

 

The project will provide ample space (and opportunity) to recycle operational waste, which, in 

combination with the mixed use nature of the scheme, should engender a strong response and 

achieve a high level of recycling. 

 

There will be space within the bin stores which is dedicated and clearly labelled for recycling. 

Waste segregation will be carried out by the residents and tenants through provision of kitchen 

bins and appropriate storage space. 

 

Segregation of food waste and appropriate management will also be put place  

 

Overall targets 

• Zero biodegradable or recyclable waste to landfill by 2026 

• 75% recycled by 2030. 

 

Habitats and wildlife 

 

A suitably qualified ecologist/landscape architect has been employed to assess the site as 

existing and to report on opportunities for a general enhancement of site ecology in conjunction 

with a long term strategy for maintenance with appropriate landscaping proposals, based upon 

indigenous species where possible. 

 

6.0 CONCLUSIONS  

 

In terms of energy strategy, this report has detailed the calculation methods for the baseline 

energy requirements for the proposed development, the reduction in energy demand as a result 

of energy efficiency measures and the potential to approach zero carbon status using renewable 

energy technologies. 

 

The projects design includes the introduction of passive energy efficiency measures into the 

development, as detailed in section 3, to minimise energy consumptions and dwelling heating 

consumption. 
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There is also a requirement to reduce CO2 regulated emissions across the development using 

renewable or low-carbon energy sources, where practical and feasible, to meet the Net Zero 

target. Therefore, the report has considered the feasibility of the following technologies: 

• Wind turbines 

• Solar hot water 

• Photovoltaic systems 

• Biomass heating 

• CHP (Combined heat and power) 

• Ground & Air source heating 

 

The results of the assessment of suitable technologies relative to the nature, locations and type 

of development suggest that the use of electrical only HVAC systems, with:- 

• Heat pump driven heating, cooling and DHW systems as appropriate 

• PV arrays to be used on appropriate roof spaces 

• The balance of imported energy to be procured from green energy providers 

 

In combination with the passive design and energy efficiency measures will create a very 

efficient development meeting near PassivHaus energy consumption standards, thus very low 

carbon and zero pollution development. 

 

Carbon emission reduction targets have been set at 70%. 

 

The energy use will then be managed via smart grid techniques, including battery storage to 

manage peaks loads and demand response. 

 

In addition, the embodied carbon of the construction techniques will be kept to a minimum via 

the use of re-used and recycled materials where practical. 
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APPENDIX A  SUSTAINABLE CONSTRUCTION CHECKLIST  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



South Oxfordshire District Council Local Plan 2035  DECEMBER 2020

I

South Oxfordshire 
SUSTAINABLE

CONSTRUCTION
CHECKLIST 

www.southoxon.gov.uk/localplan

MARCH 
2022

Site Address: 

Proposal: 

Type of application:  

Please tick the relevant box* below:  

This application requires certification under Part L (conservation of fuel and power) of the 
Building Regulations and the relevant part of the checklist (Part 1 or Part 2) has been
completed in full.  

This application is exempt from Part L (conservation of fuel and power) of the Building 
Regulations. 

*For more information please see page 2 below.

http://www.southoxon.gov.uk/localplan
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South Oxfordshire District Council 

Sustainable Design and Construction Checklist 

Policy DES8: Sustainable Design of the South Oxfordshire Local Plan 2035 requires all 
development to be of a high-quality design that is sustainable and resilient to climate 
change. Proposals must demonstrate that they are seeking to limit greenhouse gas 
emissions through location, landform, layout/building orientation, design, massing, 
landscape, and planting.  

This checklist must be completed for all applications as set out below to demonstrate 
compliance with these policy requirements. The checklist also asks for information that will 
be used to demonstrate compliance with South Oxfordshire Local Plan Policies DES7: Efficient 
Use of Resources and Policy INF4: Water Resources. 

A separate householder checklist has been prepared to be completed by householder 
applications. This is set out in Part 2. 

Proposals also required to meet the requirements of South Oxfordshire Local Plan Policy 
DES10: Carbon Reduction must submit a separate Energy Statement to demonstrate 
compliance with the carbon reduction requirements. Completing this checklist does not 
negate the need for an Energy Statement.  
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Guidance Notes: 

What applications need to complete the Checklist? 

Type of proposal: All proposals that require Building Regulations Part L (Conservation of 
fuel and power) certification need to complete the relevant parts of the checklist. Broadly, 
this applies to the following:  

• all buildings, or extensions (except for a ground level conservatory, porch, covered
way or carport); or

• the carrying out of any work to or in connection with any such building or extension

where the building is a roofed construction having walls; and uses energy to condition the 
indoor climate.  

There are some exemptions to Part L, including: 

• Certain buildings which are listed, in conservation areas or are included in the
schedule of monuments - where compliance with the energy efficiency requirements
would unacceptably alter their character or appearance.

• Buildings which are used primarily or solely as places of worship
• Temporary buildings with a planned time of use of 2 years or less, with low energy

demand
• Industrial sites, workshops and non-residential agricultural buildings with low energy

demand
• Stand-alone buildings other than dwellings with a total useful floor area of less than

50m²

Regulation 21 of the Building Regulations 2010 sets out the exemption criteria regarding the 
Part L requirements. 

If you are unsure whether your proposal requires a Part L certification, please 
seek appropriate advice from your builder, agent or architect or a qualified 
energy assessor before submitting your application.  

https://www.legislation.gov.uk/uksi/2010/2214/regulation/21/made
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Type of application: Outline, Full, Reserved Matters and, where appropriate, applications to 
discharge, vary or remove conditions must all complete the sections of the checklist as 
indicated in the tables below.  We would also recommend completing the checklist for pre-
application advice.  

Submission format: The checklist should be submitted in its original format and layout, as a 
Word document or converted into a PDF. It should be attached as a separate document 
accompanying the application.  

Supporting documents: The checklist should be accompanied by documents that provide 
further detail, such as Sustainability Statements or Energy Strategies. However, details must 
be provided for each section of the checklist not simply a reference to supporting 
documents. Please reference within the supporting documents where further information 
and drawings can be found. All the supporting documents should be combined and 
submitted as a single separate document titled “Sustainable Construction Checklist 
Supporting Documents” with a table of contents stating which documents are included. 

Checklist Review: The checklist may be periodically updated to reflect changes in 
legislation, policy and practice.  

Further information: Please call Planning Services on 01235 422422 or email 
planning.policy@southandvale.gov.uk 

mailto:planning.policy@southandvale.gov.uk
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Part 1: All Development (excluding Householder Applications): 

Table 1: The Proposal 

Address of the 
Proposal 

Brief description of 
proposal e.g. type of 
development and size 

Type of application Please tick to confirm: 
Full Planning Application
Outline (all matters reserved) 
Outline (some matters reserved) 
Approval of Reserved Matters 
Discharge of condition(s)  
Removal or variation of condition(s) 

Please also confirm whether the proposal is: 
Major Development 
Minor Development 

Exemption Please tick to confirm: 

The proposal is exempt from Part L (Conservation of fuel and 
power) of the Building Regulations  

This application is to discharge/vary/remove a condition(s) that will 
not affect the greenhouse gas emissions associated with the 
development  

Every section of each table below (Tables 2-7) is to contain 500 words or less, 
summarising the approach, not simply a reference to other documents. 
Although additional detail should be signposted via references to named 
documents and drawings, e.g. roof layouts for PV, Sustainability Statements 
etc. However, even if a Sustainability Strategy or Energy Statement is 
submitted, its content is to be summarised in the Checklist for ease of 
assessment.  
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Table 2: Efficient use of Resources 

2a) Efficient use of land

Please set out how the development has sought to make the most efficient use of 
land, including whether any of the land is previously developed (PDL) or comprises 
the best and most versatile agricultural land. In terms of conversions and 
refurbishments, please note where the proposal would result in a vacant building 
being brought back into use. 

2b) Minimising waste 

Please set out the waste strategy for the construction and operation of the proposed 
building(s)/development. This should include how the waste hierarchy has been 
implemented as below: 

This can be demonstrated by a Site Waste Management Plan. The Home Quality Mark (for 
residential) and BREEAM (for non-residential) provide useful criteria for designing waste and 
recycling facilities. 

https://www.homequalitymark.com/wp-content/uploads/2018/09/HQM-ONE-Technical-Manual-England.pdf
https://www.breeam.com/discover/technical-standards/newconstruction/
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2c) Energy efficient and environmentally friendly materials

Please set out the efficiency of the materials to be used, including information on the 
type, life cycle and source of the materials. This should include how the materials 
proposed, and the design of the proposal, seek to reduce embodied carbon. 

For the impact of specific materials, please see the Building Research Establishment’s (BRE) 
Green Guide to Specification. For example, applicants could commit to using only materials 
rated “A” or “B” on the Green Guide. The Council would encourage all proposals to use 
materials with the highest ratings possible. 

Guidance on the strategies available to reduce embodied carbon can be found in the LETI 
Embodied Carbon Primer. 

https://www.bregroup.com/greenguide/podpage.jsp?id=2126
https://www.bregroup.com/greenguide/podpage.jsp?id=2126
https://b80d7a04-1c28-45e2-b904-e0715cface93.filesusr.com/ugd/252d09_8ceffcbcafdb43cf8a19ab9af5073b92.pdf
https://b80d7a04-1c28-45e2-b904-e0715cface93.filesusr.com/ugd/252d09_8ceffcbcafdb43cf8a19ab9af5073b92.pdf
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Table 3: Maximising passive solar heating and lighting 

Please set out how the location and orientation of the building(s), including the size, 
position, shading and composition of the glazing, have been used to maximise solar 
gain to maintain a comfortable internal temperature range and appropriately lit 
environment that has reduced or eliminated the need for auxiliary heating or cooling 
and/or minimised internal lighting. 

Table 4: Sustainable building design - including the structure and fabric of the 
building and any mechanical heating or cooling 

4a) Maximising Energy Efficiency

Please set out how the proposal has maximised the energy efficiency of the building 
fabric and/or elements of the structure being incorporated into the design. – Please 
make specific reference to where the proposed elemental performance of the fabric 
will be higher than the notional U values set out in Part L of the Building 
Regulations. Also, where low energy fixtures and appliances will be used. 

The Council support a ‘fabric first’ approach, whereby the components and materials that 
make up the building fabric are maximised before the use of mechanical or electrical 
building service systems. We would encourage applicants to consider incorporating 
Passivhaus style fabric to minimise heating and cooling requirements. 

https://www.passivhaustrust.org.uk/UserFiles/File/Technical%20Papers/How%20to%20Build%20a%20Passivhaus%20-%20Rules%20of%20Thumb%20-%20compressed.pdf
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4b) Renewable and low carbon energy

Please set out all renewable and low carbon technologies to be incorporated into the 
design. For example, solar energy, biomass, heat pumps, solar thermal and heat 
networks. Please cite any drawings of renewable/low carbon technology. 

The Council would specifically encourage the installation of Solar PV on all buildings, where 
appropriate, as well as the use of air source heat pumps. 
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4c) Heating, cooling, and hot water 
 
Please set out the heating, cooling and hot water strategy for the proposed 
building(s)/development. This should include how the cooling hierarchy has been 
implemented as below: 

 
 
*For information regarding overheating please see 4d) below.   
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4d) Overheating, ventilation, and indoor air quality

Energy efficiency must be considered in conjunction with overheating and ventilation. For 
example, airtight buildings must be adequately ventilated so occupants don’t have to open 
the windows in winter and lose energy. 

Overheating: Please set out how the proposal addresses overheating. Solutions to 
overheating can be found in the Zero Carbon Hub guidance. 

Where tackling overheating is a key element of the design please use the CIBSE standards 
(TM59 for residential and TM52 for non-residential or up-to-date equivalent) to demonstrate 
this. The CIBSE assessment should use appropriate local data and run relevant summer 
scenarios both for the current (2020s) climate and future (2050) climate as set out in the 
CIBSE Position Statement. Large-Scale Major Development (as defined in the Local Plan 
2035) proposals are encouraged to show leadership in tackling overheating and follow the 
CIBSE methodology. 

Ventilation: Please set out the type of ventilation that is proposed, for example 
natural or mechanical, details of windows, and how exposure to Volatile Organic 
Compound (VOC) Materials will be mitigated. 

Airtightness: If a high airtightness target is proposed, please include the airtightness 
performance, and explain how the building will be ventilated in the winter other 
than by opening windows and doors. 

Air quality: Where applications include wood burners please comment on the 
mitigation of impacts on external and internal air quality. 

https://www.zerocarbonhub.org/sites/default/files/resources/reports/ZCH-OverheatingLeaflet-5-TechnicalSolutions-S_0.pdf
https://www.cibse.org/news-and-policy/policy/overheating-position-statement
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4e) Thermal bridging reduction 
 
Thermal bridging is the movement of heat across an object that is more conductive than the 
materials around it. The conductive material creates a path of least resistance for heat. 
Thermal bridging can be a major source of energy loss in homes and buildings leading to 
higher utility bills. For more information on Thermal Bridging and how it can be minimised 
see the Zero Carbon Hub guide to Thermal bridging.  
 
Please set out the ways in which thermal bridging will be minimised. 
 
 
 
 
 
 
 
 
 
 
 
4f) Energy Performance Gap 
 
There is significant evidence to suggest that buildings do not perform as well when they are 
completed as was anticipated when they were being designed. The difference between 
anticipated and actual performance is known as the performance gap.  
 
Please set out how the Performance Gap will be addressed throughout the 
development project (during the design process, the construction process and after 
construction) e.g. as required by the Soft Landings and Design for Performance 
processes. Including:  

• Construction management practices 
• Aftercare and post-occupation measures to ensure correct commissioning 

(including seasonal commissioning) and thorough handover 
• Post-occupation performance monitoring to record whether targets are met 

in-use 
 
 
 
 
 
 
 
 
 
 
 
 

https://www.zerocarbonhub.org/sites/default/files/resources/reports/ZCH-ThermalBridgingGuide-Screen_0.pdf
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4g) Smart Infrastructure 
 
Please set out any type of smart infrastructure incorporated into the design of the 
proposal, for example smart meters and appliances, energy storage, electric vehicle 
charging points, building management systems etc.  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

Table 5: Policy DES10 requirements     
 
Carbon Reduction requirements  
 
The following proposals: 

• All new build residential dwelling houses 
• Developments including 1000 sqm or more C2 use (including student 

accommodation) 
• Housing in multiple occupation (C4 use or Sui Generis floorspace) 
• Major new non-residential buildings (1,000 sqm or more) 

 
please tick the box below to confirm a separate Energy Statement has been 
submitted with the application to demonstrate compliance with the carbon reduction 
requirements of Policy DES10. Please also set out below the percentage carbon 
reduction achieved by the proposal compared to a 2013 Building Regulations 
complaint base case and a short summary of how this is being achieved, for example 
through high fabric efficiencies, renewable or low carbon energy generation etc.   
 
Please note: Where an application is required to meet the Policy DES10 carbon reduction 
requirements and an Energy Statement is not submitted, the application will not be 
registered for determination until an adequate Energy Statement is provided.  
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A separate Energy Statement has been submitted to support this application 
 
The Energy Statement demonstrates compliance with the percentage carbon reduction 
required by Policy DES10 of the South Oxfordshire Local Plan   
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BREEAM requirements for non-residential proposals   
 
All non-residential proposals please tick to confirm that the proposal meets the 
BREEAM Excellent standard and has achieved interim (design) certification to this 
standard. Where an alternative assessment methodology has been used, such as 
LEED, please provide evidence that the proposal as designed meets the equivalent 
standard.  
 
 
The proposal meets BREEAM Excellent and interim (design) certification has been provided 
to demonstrate this  
 
 
An alternative assessment methodology has been agreed that meets an equivalent 
standard and evidence has been provided to demonstrate that the proposal as designed 
meets this 
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Table 6: Landscaping and Planting   
 
6a) Maximising energy efficiency through landscape and planting 
 
Please set out how landscaping and planting has been used to maximise the energy 
efficiency of the proposal, for example by providing effective shading or acting as a 
windbreaker.     
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
6b) Carbon capture through planting and vegetation  
 
Please set out, where relevant, how carbon capture by vegetation has been optimised 
in the design of your proposal.  For example, by replacing any removed trees and/or 
growing new ones.  
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Table 7: Water Resources 

7a) Efficient use of water

Please set out the approach to water efficiency, for example low-flow sanitary ware 
and white goods, dual-flush valves on toilets, installing high efficiency plumbing 
fixtures, rainwater harvesting methods etc. 

7b) Water efficiency standard for new homes

All new build residential proposals please tick the box below to confirm compliance 
with the higher water efficiency standard (required by Policy INF4 of the South 
Oxfordshire Local Plan 2035) and set out how it will be achieved:  

The 110 litres per head per day requirement will be met 
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Table 8: Flexibility and Adaptability  
 
8a) Flexibility  
 
Please set out how the design allows for future modification of use or layout and 
facilitates future refurbishment and retrofitting. 
 
The principles of Lifetime Homes can be followed, enabling buildings to adapt to be suitable 
for occupants at all life stages and be adaptable for future uses. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
8b) Climate Adaptability  
 
Please set out how the proposal has considered climate change adaptation 
 
A review of measures to adapt to the changing climate is provided in the Technology 
Strategy Board’s document Design for Future Climate Report. Water and overheating are 
considered separately in Tables 4 and 6 above. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

https://www.brebookshop.com/samples/326824.pdf
https://webarchive.nationalarchives.gov.uk/20130102164607/http:/www.innovateuk.org/ourstrategy/innovationplatforms/lowimpactbuilding/design-for-future-climate-report-.ashx
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Part 2 Householder Applications: 
 

Table 1) The Proposal 
 
 Address of Proposal 
 

 

Brief description of 
proposal e.g. type of 
development and size 
 

 
 
 
 
 
 

Exemption  Please tick to confirm: 
 
The proposal is exempt from Part L (Conservation of fuel and 
power) of the Building Regulations  
 
 
 

 

Every section of the tables below (Tables 2-5) should contain 500 words or less, 
summarising your approach, Additional detail can be signposted via references to 
named documents and drawings, e.g. roof layouts for PV, Sustainability Statements 
etc. However, even if a Sustainability Strategy or Energy Statement is referenced, its 
content is to be summarised in the Checklist for ease of assessment.  
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Table 2) Maximising energy efficiency and using environmentally friendly materials 
 
Using energy efficient and environmentally friendly materials both helps save the 
environment as well as saving money. Proposals should seek to use materials that minimise 
energy waste, as well as materials with less ‘embodied carbon’, the amount of CO2 emitted 
in producing the material.   
 
The BRE Green Guide provides easy-to-use guidance on how to make the best environmental 
choices when selecting construction materials and components. It provides comparable 
specifications based on a material’s environment impact across its entire life cycle. For 
example, applicants could commit to using only materials rated “A” or “B” on the Green 
Guide. The Council would encourage all proposals to use materials with the highest ratings 
possible. 
 
Guidance on strategies available to reduce embodied carbon can be found in the LETI 
Embodied Carbon Primer. 
 
Please set out below the efficiency of the materials to be used, including information 
on the type, life cycle and source of the materials, as well as how the materials 
proposed, and the design of the proposal, seek to reduce embodied carbon. 
 
Please also set out how the proposal has maximised the energy efficiency of the 
building fabric and/or elements of the structure being incorporated into the design. 
Please make specific reference to where the proposed elemental performance will be 
higher than the notional U values set out in Part L of the Building Regulations (page 
27). Also highlight where low energy fixtures and appliances will be used.  
 
The Council support a ‘fabric first’ approach, whereby the components and materials that 
make up the building fabric are maximised before the use of mechanical or electrical 
building service systems. We would encourage applicants to consider incorporating 
Passivhaus style fabric to minimise heating and cooling requirements.  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

https://www.bregroup.com/greenguide/podpage.jsp?id=2126
https://b80d7a04-1c28-45e2-b904-e0715cface93.filesusr.com/ugd/252d09_8ceffcbcafdb43cf8a19ab9af5073b92.pdf
https://b80d7a04-1c28-45e2-b904-e0715cface93.filesusr.com/ugd/252d09_8ceffcbcafdb43cf8a19ab9af5073b92.pdf
https://assets.publishing.service.gov.uk/government/uploads/system/uploads/attachment_data/file/540328/BR_PDF_AD_L2A_2013_with_2016_amendments.pdf
https://www.passivhaustrust.org.uk/UserFiles/File/Technical%20Papers/How%20to%20Build%20a%20Passivhaus%20-%20Rules%20of%20Thumb%20-%20compressed.pdf
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Table 3) Maximising passive solar heating and lighting   
 
Houses can benefit from passive solar gain by collecting heat as the sun shines through 
windows and retaining it in materials that store heat, known as thermal mass. Based on the 
movements of the sun, passive solar houses typically have windows (glazing) on the southern 
facing side to absorb the sun’s heat energy to warm the house during the winter. North 
facing windows should be kept small but openable, as they be useful for passive cooling as 
part of cross ventilation. Well-designed passive solar homes also provide daylight all year 
and comfort during the cooling season using night-time ventilation.  
 
Please set out how your proposal maximises passive solar gain through the size, 
position and shading of glazing, as well as the composition of the glazing itself, and 
how this has been utilised to maintain a comfortable internal temperature range and 
appropriately lit environment that has reduced or eliminated the need for auxiliary 
heating or cooling and/or minimised internal lighting. Please also highlight if the 
proposal would result in increased passive solar gain for the existing dwelling.   
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

https://build.com.au/window-orientation-and-placement
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Table 4) Landscaping and Planting   
4a) Maximising energy efficiency through landscape and planting 
 
A well-designed landscape can increase a property’s attractiveness as well as reducing the 
heating and cooling costs. A well-placed tree, shrub, or vine can deliver effective shade 
and/or act as a windbreaker, which can reduce your energy bills. It has been shown that 
carefully positioned trees can save up to 25% of the energy a typical household uses.  
 
Please set out how landscaping and planting has been used to maximise the energy 
efficiency of the proposal, for example by providing effective shading or acting as a 
windbreaker.     
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
4b) Capturing carbon through planting and vegetation   
 
Vegetation is one of the most important carbon sinks globally, the other being oceans. This 
means that it accumulates and stores some sources of carbon for an indefinite period and 
thereby lowers the concentration of CO2 from the atmosphere. The long-term removal of 
CO2 from the atmosphere to mitigate or reverse climate change is known as carbon 
sequestration. By planting new trees or replacing trees loss due to a development proposal, 
you can control erosion, attract beneficial insects, enjoy fresh fruit, and even reduce your 
home’s energy needs through strategic shading. As trees grow, they capture carbon from the 
atmosphere and store it in the biomass of their trunk, branches, and leaves. They also 
contribute to carbon capture below the ground by increasing the amount of soil organic 
carbon. Trees will eventually release the carbon they capture when they die and decompose. 
However, certain types of trees, such as chestnuts and oaks, can comfortably live over 300 
years. These trees function as essential long-term carbon sequestration strategies to which 
everyone can contribute.    
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Please set out, where relevant, how carbon capture by vegetation has been optimised 
in the design of your proposal.  For example, by replacing any removed trees and/or 
growing new ones.  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

Table 5) Using water efficiently  
 
Water efficiency is about reducing the amount of water that is wasted rather than restricting 
use. This can be achieved by  

• using low-flow sanitary ware and white goods 
• dual-flush valves on toilets 
• installing high efficiency plumbing fixtures 
• harvesting rainwater for other uses such as watering plants etc.  

 
Please set out, where relevant, how your proposal will deliver an efficient use of 
water.    
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 



www.southoxon.gov.uk/localplan

Alternative formats of this publication are 
available on request. These include large 
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Please contact Planning Policy on 
01235 422600
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	Site Address: Land to West of 
	Type of application: 
	Check Box5: Off
	Check Box4: Yes
	Address: 
	Description: 
	Efficient use of resources: The land could be considered as underused and the this report supports the applicants ambitions to bring the site forward for sustainable development.
	Minimising waste: Site waste management
A construction site resource management plan will be developed and implemented to ensure that construction site waste is effectively reduced and recycled, including designing waste out from the initial stages. Material ordering control and modern construction methods will be employed to minimise the potential for waste on site.
Waste will either be segregated on site into at least 5 different streams for recycling or collected,  sorted  and  recycled  by  an  external  recycling  contractor.  Re-use of construction waste will also be encouraged. The site waste management plan will also ensure that hazardous waste is properly managed.
At least 99% of waste from excavation works associated with groundworks and landscaping will be diverted from landfill and put to beneficial use, in particular example, topsoil will be given special attention due to its high value. 
Overall Targets
• Less than 5% non-hazardous construction waste to landfill
• Whole site construction waste target at 6.5t/100m2/GFA
• 99% beneficial use of excavation waste
Operational waste management
The project will provide ample space (and opportunity) to recycle operational waste, which, in combination with the mixed use nature of the scheme, should engender a strong response and achieve a high level of recycling.

	Energy efficent: The design team are putting a strong focus on sustainability and durability when considering construction profiles and building materials for the development. High Green Guide ratings will be achieved wherever possible and materials will be assessed for suitability with regards to Whole Life Costs.
The design team will also seek out construction techniques with a lower embodied carbon contents with extensive use of timber, light steel work and lightweight concrete floor slabs, and materials with a high recycled content such as plasterboard and rebar.
It is recognised that concrete utilised to form basements, slabs and structural frames has a significant embodied CO2e content, the majority of which comes from the cement, which makes up about 10% of concrete by volume, but accounts for around 75-90% of its embodied impact.
The team will aspire to utilise concrete with a significant recyclable content; concrete with a minim 30% GGBS content; higher if such product can be sourced at the time.
In addition to the above low carbon strategy, the development will source all materials form supplier that can demonstrate that materials are sourced responsibly in line with recognised Environmental Management Systems (FCS, BES6001 etc.)
Insulating materials will be specified to maximise thermal performance whilst still paying attention to the environmental impact of the materials used. The use of recycled products will be pursued wherever feasible and the use of other low embodied energy products will be further investigated.
Non-toxic materials will be used wherever possible, including the specification of products with low VOC content in line with European testing standards


	Heating and lighting: • The project will be designed to best practice thermal insulation levels as noted, full details of which are noted under 3.3 below. Not only does good insulation assist in reducing heat losses in the winter, but it also has a significant impact on preventing heat travelling through the build fabric during the summer.
• The project is based on a relatively open site with ample opportunity to enable the harvesting of useful solar gain.
• The main living areas will be orientated to the southerly aspect where possible and have larger glazed areas to ensure good levels of natural daylight and sunlight.
• Southern orientated glazing to receive shading via the use of Brise Soleil and topographical shading from planting
• Bedroom and bathroom areas have reduced glazed areas to reduce heat losses from these secondary spaces.
• As part of the same strategy, any northern facing windows are reduced in size to reduce the potential heat losses where appropriate.
• To further reduce any overheating risk, solar control glazing that will be specified, whilst still enabling the above noted useful solar gains to reduce heating loads.
• The construction will be of slab floors to offer high thermal mass to absorb heat during the day and purge it overnight during the summer, or release it back into the dwelling during winter. - further reducing energy needs
• The new dwellings will have large opening areas of glazing to enhance purge ventilation.
• Dwellings will be designed to provide the opportunity to cross ventilate.
• The above strategy enabling a low energy natural ventilation strategy to be employed whilst still able to maintain an acceptable indoor environment
	Max energy: Insulation measures will be utilised to ensure the calculated u values exceed the Building Regulations minima, with specific guidance taken from the design team:-
New residential wall constructions will be highly insulated to achieve a u value at 0.14/15W/m2k. 
The ground floor builds will use PIR insulation sufficient to achieve a u value at 0.12W/m2k.
Any horizontal ceilings will have 400mm of mineral wool insulation and meets a u value at 0.10W/m2k, whilst any pitched of flat roofs will achieve 0.12W/m2k, through the use of PIR insulation within warm roof constructions.

New glazing for windows and doors within the residential development will be high specification triple glazing and have area weighted average U-Values of 1.0W/m2 K or better.

The project will be tested for air tightness with a target value of 4m3/hr/m2 for the new residential units, in line with best practice for naturally ventilated dwellings.

Heat loss via non-repeating thermal bridging will be minimised by the use of Approved Construction Details for these new build units. An overall y value <0.05 is targeted to ensure compliance with the minimum standards for dwelling fabric energy efficiency under Part L of Building Regulations 2021.
3.4 Ventilation
The design team are proposing air tight dwellings utilising natural ventilation. AD part F system 1 - background/trickle ventilation, opening windows and wet room extraction for the residential units.
3.5 Lighting
A 100% of internal light fittings throughout the development will be dedicated low-energy LED fittings.
External lights will have daylight controls to ensure not used during daylight hours.

	Low carbon energy: The results of the assessment of suitable technologies relative to the nature, locations and type of development suggest that the use of air source heat pumps to provide the heating, cooling and majority of the domestic hot water to the new development.
In addition, roofs of the proposed building will be optimised, to deliver as mush southerly facing roof as possible to maximise PV installations, and thereby, maximise local electrical generation

	Cooling hot water: air source heat pumps for heating and hot water
natural ventilation
Roof mounted PV
high efficacy lighting systems
Project to be tested against approved document Part O at detailed design 
	indoor air quality: Dwellings naturally ventilated
Low VOC internal finished to be used in accordance with BREEAM guidamce
Air tightness at 4m3/hr/m2
No proposed use of log burner or fossil fuels
	Thermal reduction: Approved construction detailed to be employed
	Performance gap: Home user guides to be provided to all dwelling with appropriate after care contacts
	Smart infrastructure: Smart meters
battery storage
EV chargers
	BREEAM: N/A
	Landscaping: No specific landscaping proposals available at outline stage
	Planting: No specific landscaping proposals available at outline stage
	water resources: The following specifications will be considered in order to meet the water consumption target:
• Basin Taps - 5 l/min
• WCs – 5/3 litre flush
• Kitchen taps – 6l/min
• Baths – 160l capacity
• Showers 8.5l/min
The overall target will be to limit internal water use to 105litres/person in line with best practice under the Building Regulations Part G. 

	water eff: target is 105l/p/day
	flexibility: 
	climate: Project to be assessed against AD Part O to demonstrate climate change resilience
Submitted FRA/SuDs strategy will take account for future climate change scenarios
Robust external finishes will project building fabric from future degradations
	Proposal: Outline Planning application for 70 dwellings
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