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Existing timber roof is dropped
and unstable due to decay at
wall plates and rafter ends

/3" EXISTING SECTION C-C
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Wall plate of Fernery roof sits
directly on adjacent flat roof and
is subject to extensive decay
due to poor detailing
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Notes:

Drawings are based on survey data and may not accurately represent
what is physically present.

Do not scale from this drawing. All dimensions are to be verified on site
before proceeding with the work.

All dimensions are in millimetres unless noted otherwise.

Purcell shall be notified in writing of any discrepancies.

All digital information within this DWG format file is the copyright of
Purcell Architecture Limited and is for information purposes only. No

digital information maybe reused or reproduced by any party for any
purpose without written permission.
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