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NOTES

1.

LEGEND
®ZD Xc1 STREET COLUMN 5M HEIGHT
® XB1 STREET BOLLARD
O XT SPIKE MOUNTED SPOTLIGHT

[ XW1/E WALL MOUNTED EMERGENCY LUMINAIRE

6 XW2 WALL MOUNTED LUMINAIRE AT 2.5M HEIGHT

(®) LED BATTEN

PHOTOCELL SENSOR

TIME CLOCK

e MANUAL OVERRIDE SWITCH (LABELED FOR EXTERNAL LIGHTING)

ALL DIMENSIONS ARE TO BE CHECKED ON SITE BEFORE THE
COMMENCEMENT OF WORKS. ANY DISCREPANCIES ARE TO BE
REPORTED TO THE ARCHITECT & ENGINEER FOR VERIFICATION.
FIGURED DIMENSIONS ONLY ARE TO BE TAKEN FROM THIS DRAWING.

THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL RELEVANT
ENGINEERS' AND SERVICE ENGINEERS' DRAWINGS AND
SPECIFICATIONS. THIS DRAWING IS COPYRIGHTED.

REFER TO LUMINAIRE SCHEDULE '26888-HYD-ZZ-ZZ-SH-E-0001' FOR
LUMINAIRE SPECIFICATIONS
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