PROJECT NOTES

1. DO NOT SCALE FROM THIS DRAWING. IF ACCURATE DIMENSIONS
ARE REQUIRED THEN MEASUREMENTS ARE TO BE TAKEN BY THE
CONTRACTOR ON SITE.

2. THIS DRAWING IS NOT INTENDED TO BE USED FOR INSTALLATION.
FULLY COORDINATED INSTALLATION DRAWINGS SHALL BE
PRODUCED BY THE CONTRACTOR AND ISSUED FOR REVIEW
BEFORE WORK COMMENCES.

3. NEW EXTERNAL LIGHTING CIRCUITS TO BE WIRED FROM EXISTING
EXTERNAL LIGHTING DISTRIBUTION BOARD DB EX LOCATED IN THE
BASEMENT.

LED TEP TO UNDERSIDE OF

PROPOSED EXTERNAL LIGHTING LAYOUT O CILEToRSE T

DETAILS TO BE PROVIDED BY
ARCHITECT.

4. LIGHTING CIRCUITS TO BE CONNECTED TO EXISTING EXTERNAL
LIGHTING CONTACTOR CONTROL SYSTEM.

5. LIGHTING TO THE STAIRCASES, RAMP HANDRAIL, TREE AND
SCULPTURE LIGHTING IS TO BE CONTROLLED BY A PHOTOCELL/

‘ TIMECLOCK ARRANGEMENT AS PER EXISTING BUILDING MOUNTED

LIGHTING. THE TIME PERIODS FOR THE LIGHTING SHALL BE SET TO

FACILITATE COUNCIL REQUIREMENTS.
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TO HOUSE LED DRIVERS. DRAW 6. LIGHTING TO THE BUILDING IS TO BE CONTROLLED BY A
PITS TO BE ACCESSIBLE FOR PHOTOCELL/ TIMECLOCK ARRANGEMENT AS PER EXISTING
MAINTENANCE. FINAL LOCATIONS BUILDING MOUNTED LIGHTING. THE LIGHTING SHALL BE SET TO

‘ | | TBC. RE-ROUTED TO AVOID BASEMENT COME ON AT DUSK FOR AMENITY AND SECURITY USE AND TO GO
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2 X100 DIA DUCTS TO RUN IN HARD PAVING FOR §§ SLAB AND DRAINAGE PIPES OFF AT A PRE DETERMINED TIME.

EXTERNAL LIGHTING CABLES FROM BASEMENT. DUCT DBEX/2L1 WITHIN SCREED
7. THE ELECTRICAL CONTRACTOR TO IDENTIFY AND REUSE THE
ROUTE TO AVOID EXISTING DUCT FOR HIGHWAYS ‘ H H

LIGHTING. EXISTING CONTAINMENT ROUTE WHERE POSSIBLE.

~ 8. REFER TO THE LUMINAIRE SCHEDULE FOR LIGHTING AND
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CABLE RUN IN 32mm

FLEXIBLE CONDUIT

EXISTING BASEMENT LAYOUT

—— EXISTING EXTERNAL LIGHTING DISTRIBUTION BOARD
TO BE RETAINED AND REUSED TO SERVE THE
PROPOSED LIGHTING SCHEME.

EXISTING CONTAINMENT TO BE EXTENDED WITH
100mm TRAY FOR NEW EXTERNAL LIGHTING CABLES
ROUTE. TRAY TO EXTEND TO MEET EXTERNAL DUCT
LOCATION. EXACT ROUTE TO BE CONFIRMED BY
CONTRACTORS ON SITE.

TIME CLOCKS SERVING PROPOSED LIGHTING TO BE
INSTALLED NEXT TO EXISTING DISTRIBUTION BOARD.
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