
Eco Greenenergy Solu�ons Ltd, Unit 30 Woodside Industrial Estate, Woodside, Thornwood, Epping, CM16 6LJ 

Country of Registra�on: UK Registra�on No: 6953534 VAT Number: 107596695  

Tel: 0330 128 1008 E-mail: info@egesolu�onsltd.co.uk

Air Source Heat Pump Noise Level Calcula�on Form

Assessment Posi�on 1

 

Step Instruc�ons Result

1 Date Calcula�on Undertaken 5/10/2025

2 Descrip�on of assessment posi�on property to the side

3
From manufacturer's data, obtain the A-weighted sound power

level of the heat pump.
60 dB(A)

4 Determine the direc�vity 'Q' of the heat pump noise. Q4 - "Two Reflec�ve Surfaces"

5
Measure the distance from the heat pump to the assessment

posi�on in metres.
10 m

6
Determine any barrier correc�ons between the heat pump and the

assessment posi�on.

close board fence (>=18mm thick boards) -

Barrier (par�al view)

7
Calculate the sound pressure level from the heat pump at the

assessment posi�on.
32.5 dB(A)

8

Is the calculated sound pressure level at the assessment posi�on

equal to or lower than the Permi�ed Development noise limit of

37.0 dB(A)?

YES

 

 


