
1 LAYER A252 MESH

CONCRETE SLAB
2100

600 600 900

100MM MOT TYPE 2 SUB BASE LAID AND
COMPACTED ONTO PREPARED BED LAYER.
1NO.  A252 MESH GRID INCORPORATED INTO
CONCRETE WITH MINIMUM COVER OF 75MM.
C40 CONCRETE SLAB (MINIMUM 200MM).
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CONTAINERISED BESS
(BATTERY ENERGY
STORAGE SYSTEM)

GRP ENCLOSURE PAD X 2
REF: HL00067-0483-03

BESS TRANSFORMER
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SWITCHGEAR GRP ENCLOSURE
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