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STEEL T SECTION
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RIDGE BEAM
STEEL T SECTION
104x80

EAVES BEAM
TIMBER 80x95dp

EAVES BEAM
TIMBER 80x95dp

APEX CONNECTION
2 GUSSET PLATES
8mm thk. 6No. M20 BOLTS
SHELF ANGLE BOLTED TO
GUSSET PLATE FOR RIDGE
BEAM CONNECTION

STEEL BAR SYSTEM
SEE DRG XXX
DETAIL XX

STEEL BAR SYSTEM HAS
OUTER FRAME FROM
75x75x10thk STEEL EA's

SPINE BEAM
~210dp x 132wd
STEEL UB SECTION

TIMBER CEILING
JOISTS

EXISTING MAIN CEILING BEAM.
ASSUMED CURVED COMPOUND
STEEL LATTICE SECTION. SEE
DETAIL 1A & 1B.
NOTE: FROM INVESTIGATION
AREA 1 - WEB MAY BE SOLID IN
CENTRAL AREA, NOT LATTICE

ASSUMED SECONDARY STEEL
EDGE BEAM AS SOUTH SIDE

SECONDARY STEEL
EDGE BEAM

BEARING DETAILS
NOT KNOWN

REFER TO M&E DRAWINGS
FOR REPLACEMENT
DUCTWORK

FROM INVESTIGATION ENDS
OF MAIN BEAM BEAR ONTO
MASONRY WALL

EXISTING SINGLE GLAZING
TO BE REMOVED AND
REPLACED WITH DOUBLE
GLAZING SYSTEM TO
ARCHITECTS DETAILS
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STEEL BAR SYSTEM
SEE DRG XXX
DETAIL XX
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~210dp x 132wd
STEEL UB SECTION

TIMBER CEILING
JOISTS

EXISTING MAIN CEILING BEAM.
ASSUMED CURVED COMPOUND
STEEL LATTICE SECTION. SEE
DETAIL 1A & 1B

TIMBER EAVES BEAM
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TIMBER POST

COACH SCREWS
TO TIMBER POST

50x30 RHS 3.5
(UNPAINTED STEEL,
SURFACE CORROSION)

70

210x132w UB 75x75x10 ANGLE
TACK WELD TO UB
EXISTING WELDING
TO BE INSPECTED
FOR SIZE / QUALITY

100x50 RSC

CRUDE TIMBER PACK TO
TIMBER UNDERDETAIL 1

1:10

ALL UNPAINTED STEEL TO
BE MANUALLY CLEANED
(ST2) AND PAINTED WITH
RUST-OLEUM RUST PRIMER
769

EXISTING
LIGHTWEIGHT
CONCRETE

TIMBER BOARDS / PLY

EXPAMET HY-RIB STAINLESS
STEEL PERMANENT
FORMWORK

TEMPORARY SUPPORT BARSSUPPORT WIRESAFTER CASTING CUT WIRES,
REMOVE BARS AND REINSTATE
BOARDS & FINISHES

CAST NEW LIGHTWEIGHT AGGREGATE
CONCRETE (1500kg/m3 DENSITY,
STRENGTH LC 22/28) DEPTH TO MATCH
EXISTING. ALLOW 500x500x215dp FOR
COSTING

DETAIL 2
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NOTES

1. DO NOT SCALE FROM THIS DRAWING

2. ALL DIMENSIONS ARE MILLIMETRES U.N.O.

3. ALL LEVELS ARE IN METRES ABOVE ORDNANCE DATUM
U.N.O.

4. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ALL
RELEVANT ARCHITECTS AND ENGINEERS DRAWINGS AND
SPECIFICATIONS.

5. THIS DRAWING IS BASED ON MEASURED BUILDING SURVEY
INFORMATION BY SOVA DATED JAN 25 AND ASSUMED TO BE
CORRECT.
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FOR RIBA STAGE 3 PRELIMINARY STRUCTURAL ASSESSMENT
HAS BEEN CARRIED OUT AND IS SUMMARISED AS FOLLOWS:

ALL HISTORIC STEELWORK ASSUMED AS Fy=247N/mm2 U.N.O

ELEMENT
ASSESSED FOR PROPOSED DOUBLE GLAZED
NOMINAL LOAD OF 0.34kN/m2 & NOMINAL
IMPOSED LOAD OF 0.6kN/m2

1. RIDGE BEAM
TAKEN AS 4'' x 3'' x 12 T
(102x76x12mm)

STRENGTH OK (CLOSE TO CAPACITY)

DEFLECTION OK (CLOSE TO GLAZING LIMIT)

2. TIMBER EAVES BEAM
STRENGTH AND DEFLECTION OK
(WELL WITHIN CAPACITY)

3. RIGID STEEL PORTAL
FRAMES FROM 4''x3'' x 12 T

STRENGTH AND DEFLECTION OK

4. STEEL BAR FLOOR & SPINE
BEAM TAKEN AS 203x133x25
UB (S275)

GLAZING LOAD N/A - STRENGTH AND
DEFLECTION OK

5. SECONDARY STEEL EDGE
BEAM TAKEN AS 9''x4''x21
(228x102x31)

STRENGTH AND DEFLECTION OK

6. MAIN BEAM
CURVED COMPOUND BEAM
WITH LATTICE WEB

STRENGTH AND DEFLECTION OK
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ISSUED FOR RIBA STAGE 3
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To external downpipe to ground
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To gutter below
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