Lewis Wilkinson

From:
Sent:
To:

Cc:
Subject:

Adam Butterfield <Adam.Butterfield@slce.co.uk>

Monday, 30 March 2026 17:09

Lewis Wilkinson

James Allister

RE: 1760 New Operations Building, Reading - Construction drawings

CAUTION: This email originated from outside of the organisation. Do not respond, click links or open
attachments unless you know the sender and know the contents are safe.

Hi Lewis,

Please see below from James’ mechanical schedules issued with the Tender.

But in short, the highest dB(A) is the VRF system at 62dB(A) in heating mode.
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5YSTEM REFEREMNCE

VRF
SYSTEM A

VRF
SYSTEM B

Product Reference

MMY-MUP1201FTE-E

MMY-MUP1201FTE-E

Sound Pressure dB(A)
Cool/Heat

59/62

59/62

Dimensions
1690 x 990 x 780 1690 x 990 x 780

H-W-D {mm)

Electrical Requirment 400-3-50 400- 3-50
Running Current Cool/Heat 15.91/12.48 15.91/12.48
Suggested Fuse Size 32 32

SEER 7.41 7.41
SCOP 4.62 4.62

SYSTEM REFERENCE

ROOM 17 SYSTEM A

ROOM 17 SYSTEM B

ROOM 16 SYSTEM A

Product Reference

RAV-GMI1601ATP-E

RAV-GM1601ATP-E

RAV-GMI1601ATP-E

Sound Pressure dB(A)

53/55 53/55 53/55
Cool/Heat
Dimensions
630 x799 x 299 1340 x 900 x 320 1340 x 900 x 320
H-W-D {mm)}

Electrical Requirment

230V - 1ph - 50 hz

230V - 1ph - 50 hz

230V - 1ph - 50 hz

Running Current Cool/Heat 6.13 21.7 21.7
Suggested Fuse Size 16 32 32
SEER 71.59 6.3 6.3
SCOP 4.17 4.35 4.35

This should satisfy the LPA.

Many Thanks,



