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General Notes N

SCAN THE QR CODE BELOW TO SUBMIT A
DRAWING-RELATED CLARIFICATION QUERY.

CLARIFICATION PURPOSES ONLY AND DO
NOT CONSTITUTE A SITE INSTRUCTION OR

THIS DRAWING SHALL BE READ IN
CONJUNCTION WITH ALL OTHER
RELEVANT DRAWINGS.

THIS DRAWING MUST NOT BE SCALED.
THE MECHANICAL SERVICES
CONTRACTOR IS FULLY RESPONSIBLE
FOR ALL ON-SITE CO-ORDINATION OF
THEIR SERVICES WITH ALL OTHER
SERVICES AND BUILDING STRUCTURE
TO ENSURE A NEAT AND ACCESSIBLE
INSTALLATION.

ALL EQUIPMENT TO BE INSTALLED IN
ACCORDANCE WITH MANUFACTURERS
SPECIFICATIONS & GUIDANCE.

ALL FLEXIBLE DUCTWORK TO BE
ADEQUATELY SUPPORTED TO PREVENT
'SAGGING".

FIRE DAMPERS SHALL BE INSTALLED
WHERE DUCTWORK PENETRATES A
FIRE PARTITIONS AND FLOORS
/CEILINGS. THESE SHALL BE INSTALLED
IN ACCORDANCE WITH DW145.

ALL DUCTWORK CARRYING TEMPERED
AIR SHALL BE INSULATED IN
ACCORDANCE WITH BS5422:2009.
DUCTWORK ACCESS SHALL BE
PROVIDED IN ACCORDANCE WITH TR19
SECTION 3.

RESPONSES ARE PROVIDED FOR

VARIATION APPROVAL.
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