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ROOM SIZES FOR HMO:

Kitchen 9.75m2
Bedroom | |3.5m2
Bedroom 2 18.6m2
Bedroom 3 18.6m2
Bedroom 4 13.9m2
Bedroom 5 10.2m2
Common

common lounge | 2.9m2
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Form new stud wall and
matching door entry to
form new common lounge
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Vent Axia Integra Plus EC MVHR unit situated within the loft space ducted through roof

Rigid ducting dropping down into each room & boxed in under ceiling
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Revision B Aug 2024
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Vent Axia Integra Plus EC MVHR unit situated within the loft space ducted through roof
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Rigid ducting dropping down into each room & boxed in under ceiling

Fire collars provided at each ceiling level. 


