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Daytime
Cumulative Design Rating Level 43 dBA

Corrections Distance Attenuation 10m +28 dB

Screening Attenuation None +0 dB

Source Reverberant Factor Corner -6 dB

Directivity In front +0 dB

Receptor Reverberant Factor Flat surface +0 dB

Estimated Rating Penalty None +0 dB

Plant Selection Design Criterion (Sound Power Level) 65 dBA

Indicative Sound Pressure Level at 1m (AC) 49 dBA

Night-time
Cumulative Design Rating Level 40 dBA

Corrections Distance Attenuation 10m +28 dB

Screening Attenuation None +0 dB

Source Reverberant Factor Corner -6 dB

Directivity In front +0 dB

Receptor Reverberant Factor Flat surface +0 dB

Estimated Rating Penalty None +0 dB

Plant Selection Design Criterion (Sound Power Level) 62 dBA

Indicative Sound Pressure Level at 1m (AC) 46 dBA

Existing Plant Location

Existing Plant Location


